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Job No ES-519/E306-01
June 1, 1993

Sacramento Municipal Utility District
P.O. Box 15830 (Mail Stop 50)
Sacramento, California 95852-1830

Attention: Mr. John Bell

Geotechnical Study for Proposed Independent Spent Fuel Storage
Installation, Rancho Seco Nuclear Generating Station, Sacramento County.
California

SUBJECT

Dear Mr. Bell

We have completed the geotechnical study for the proposed Independent Spent Nuclear
Fuel Storage Installation (ISFSI) at Rancho Seco Nucl~ar Generati.ng Station in
Sacramento County, California. The accompanying geotechnical report presents the
results of the subsurface exploration and our recommendations concerning the design and

construction of earthworks and foundations for this project.

Per your request, the work was performed in general accordance with EGC's proposal
EPS-881, dated February 8, 1993. In summary I the exploratory borings drilled at the site
encountered natural clay and silt soils. The natural soils appeared suitable for support of
the proposed structural 'mat. Recommendations are provided in the attached report.

We appreciate the opportunity to be of service to you in this project. If you have any
questions conc~ming this report, or if we can be of further assistance, please contact EGG

at your convenience.

Very truly yours

~\~"G£-69t)
EX? 12/31/93

ENVIRONMENTAL GEOTECHNICAL
CONSULTANTS, INC.

~\

Reviewed by

~, \ \'-1\ ~ \
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Jo\" M. Phillips, P .E.

SenJor Project Engineer"'--
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Geotechnical Engineer \' v :
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1.0 INTRODUCTION

This report presents the results of our geotechnical study for the proposed ISFSI at

Rancho Seco Nuclear Generating Station in Sacramento County I California (Figure 1).

The purpose of this report is to describe the subsurface conditions encountered in the

borings, analyze and evaluate test data and make recommendations regarding design and

construction of earthworks, foundations and pavements.

1.1 Proposed Development

The site is located on the west side of the existing nuclear generating facilities at Rancho

Seco Nuclear Generating Station, Sacramento County, California (Figures 1 and 2). The

site slopes downward from west to east with an average slope of 12:1 (horizontal:vertical)

and a maximum difference in elevation of approximately 35-feet. The site is covered with

grass.

EGG understands that the proposed ISFSI will be a reinforced concrete structural mat with

plan dimensions of approximately 225 by 175-feet. The central portio~ of the mat will be

an area about 40-feet wide. oriented parallel to the sides of the mat and will have a

thickness of approximately 2-feet. Up to 22 Horizontal Storage Modules (HSMs) will be

stored back-to-back in two parallel rows running along the central portion of the mat.

Each HSM is approximately 1 a-feet wide and 20-feet long, and weighs 250-tons fully

loaded with spent fuel and shielding. In ackjition, two NUHOMS-MP187, multipurpose

., ~~1~i -;.¥~

i/':';', kh
, ,ENVllONMKPCIAL GEOTECHNICAL CO~T ~ INC.
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casks will be stored on the pad at a distance of approximately 20-feet from the HSMs.

Each multi-purpose cask weighs 11 a-tons and has plan diameter of 8-feet.

An access road will be constructed to the ISFSI. We understand that previous practice

at Rancho Seco is to convert existing railroad tracks to roads by topping with asphalt and

leaving the railroad tracks in place. A portion of the access road will be constructed in this

manner and will run along an existing railroad track before turning directly towards the

ISFSI. The remainder of the road will be constructed on new fill. The road will support

a loaded transporter with a total weight of about 135-tons. The remainder of the pad not

occupied by the HSMs must support the transportation system.

The finished grade of the ISFSI will be 175-feet above Mean Sea Level (MSL) with a

subgrade elevation of 173-feet above MSL. Cuts will be on the order of 20-feet at the

west end of the central mat area and 1 O-feet at the eastern end. Maximum cut will occur

near the northwest corner of the mat ~d will be on the order of 28-feet, while at the south

eastern corner, cuts will be on the order of 6-feet. An earth berm will be constructed

of about 20-feet. We also understand that minor sloughing of the cut slopes and berTTl

followed by periodic maintenance is acceptable

.."' ,-,

..~-~~~£::y"IlNVTV () NMIlNr A I. r: F1m'rRN1f A f .CON. ~ T A. NTS. INC.

:,';'C



No. ES-519/E306-01
Page 3

1.2 Scope of Work

The scope of work included performing soil borings on the subject property and obtaining

The results of the sampling and testing aresoil samples for soils laboratory analysis.

presented in this report.

2.0 FIELD AND LABORATORY ASSESSMENT

A site visit was made by a representative of EGG on April 27, 1993 and as required by

the above referenced proposal, two borings were drilled on the property to obtain relatively

The borings were advancedundisturbed samples of subsurface soils (see Figure 2).

using 8-inch diameter hollow stem augers powered by a rubber-tired, Mobile 8-53 drill rig.

Soils encountered were logged by a field engineer who observed all cuttings and collected

The soil 'samples were collected using a 2.5-inch 0.0. California barrelsoil samples.

sampler driven by blows from a 140 po.und hammer free falling 30 inches per blow. Blows

necessary to advance the sampler 1 foot were recorded on the field logs as blow counts.

ValuesThe blow counts are presented on exploratory boring logs (Figures 3 and 4).

obtained using the California barrel sampler have been correlated to Standard Penetration

Test (SPT) values and are used as a indicator of soil strength.

One 62-foot deep boring and one 75-foot deep boring were drilled at the west and east

ends respectively. of the central portion of the proposed ISFSI.

-j'fc.~;;~:.:"'-,-~j~%,,:ji~
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The boring locations were laid out on the site by the EGG representative under the

Distances from these locations to thesupervision of Mr. Wayne Hawley, SMUD.

reference features indicated in figure 2 are approximate and were measured by pacing.

Right angles for the boring location measurements were estimated. Ground surface

elevations indicated on the boring logs are approximate and were obtained by interpolation

from plan contours. The locations and elevations of the borings should be considered

accurate only to the degree implied by the means and methods used to define them. True

surface elevations at these locations could differ due to interpolation and other differences

could occur from superposing approximate boring locations on the topographic plan.

2.1 Salls Laboratorv TestlnQ

Selected samples were tested to determine in-place moisture content and dry density.

These tests were conducted to quantify the physical characteristics of the site soils for

Moisture content and dry density laboratory test data are
engineering purposes.

Tests and particle size distribution analyses to determine the suitability of on-site soils as

fill material. In addition, field testing of selected soil samples using a hand penetrometer

The hand penetrometerwere performed and these results are also presented on the logs.

a better estimate of soil consistency than visual examination alone.

.
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3.0 GEOLOGIC HAZARDS

Our studies included evaluation of a number of potentially hazardous geologic conditions.

The following sections evaluate the relative levels of potential impact resulting from slope

stability and seismic hazards.

3.1 Slope Stability

No obvious signs of instability were observed on the natural slopes in the area of the

proposed ISFSI. The areas of potential slope instability are limited to the proposed cut

slopes and earth berm. Sloping requirements are given below.

3.2 Seismicity

The subject site is considered subject to the probability of seismic activity. The following

statements summarize the potential impact of the seismic setting upon development of the

subject property.

No known active faults cross the area of the proposed development. The nearest fault

system is the Foothill Fault System located approximately 1 a-miles east of the proposed

TheThe Foothill Fault System has been inactive since the Jurassic Period.ISFSI

nearest known active faults are the Hayward and San Andreas Faults located

approximately 70 and 9O-miles west of the site, respectively.

¥.NVTi()NMF}(fAL GwrECBNICAL CO~1A11s..~.~~~~I...,;-,;.,.;~~l;:;...~':
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The project site is susceptible to ground shaking in the event of an earthquake from the

Hayward and San Andreas Faults. The seismic risk to a structure depends on the

distance to the epicenter; the characteristics of the earthquake; the geologic, groundwater

and soil conditions underlying the structure and its vicinity; and the nature of the

construction. Ground shaking at the site is possible during the life of the project. Due to

the sites distance from the above faults and the subsurface conditions, maximum ground

accelerations would be on the order of 0.05 to 0.1g.

3.3 Ground Failure

Ruptures along the surface trace of a fault tend to occur alon,g lines of previous faulting.

Since the evidence indicates that a potentially active fault trace does.notpass through the

The potential for seismicallysite, the primary hazard of surface rupture is negligible.

induced liquefaction was evaluated during our study and is discussed below.

3.4 LIQuefaction Potential

Soil liquefaction is a phenomenon in which saturated cohesion less soils are subject to a

Based on the above-mentioned seismicstresses associated with earthquakes.

significant damage due to liquefaction.

ENVIRONMFKF AI.. GWIi,CBNlCAL CQ~1..~ INC.
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4.0 SUBSURFACE SOIL CONDITIONS

Conditions encountered in each boring are indicated on the individual boring logs.

Stratification boundaries on the boring logs represent the approximate location of changes

in soil types as the transition between materials may be gradual. Based on the results of

the borings, subsurface conditions on the project site can be generalized as folloV/s.

Underlying an approximately 6-inch root zone in both borings, alternating layers of clays,

sands and silts were encountered. In boring B-1, a layer of silty clay extended to a depth

of about 1 D.5-feet below grade where it was underlain by a hardpan layer with a thickness

of approximately 2.5-feet. The hardpan was not encountered in boring B-2. Beneath the

root zone in boring B-2, a layer of sandy clay extended to a depth of about 9-feet below

grade. Underlying the sandy clay in boring B-2 and the hardpan in boring B-1, a sand

layer was encountered which varied in thickness from 3 to 7 -feet. Based on a finished

subgrade elevation of 173-feet above .MSL, the bottom of mat of the ISFSI would occur

at roughly the same elevation as the sand layer.

The sand layer was underlain in both borings by a 11.5 to 16.5-feet thick layer of sandy

silt. A second sand layer occurred beneath the sandy silt, and varied in thickness from

4.5 to 7-feet. Beneath the second sand layer, layers of silt and sandy clay soils extended

In boring B-2, layers of silt. saoo andto the termination depth of 62-feet in boring B-1

clay exteooed to the termination depth of 75-feet below grade.

001iONMOOAL GmrECHNlCAL CO~TANIs, INC.-
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The clay and silt soils exhibited dry densities ranging from 77 to 87 pounds per cubic foot

Their consistencies were typicallyand moisture contents from about 12 to 18 percent.

The sands and gravelhard, with blow counts ranging from 50/5-inches to 25/0.5-inch.

exhibited relative densities that were typically very dense, with the exception of the first

sand layer in boring B-2 which was medium dense. The medium dense result may be

due in part to the presence of a limited amount of perched water in the sand layer which

is discussed below.

5.0 GROUNDWATER OBSERVATIONS-.-~

The borings were monitored while drilling and after completion of the borings to observe

Groundwater was not encountered in the borings.the presence of groundwater.

amount of rainfall, runoff, and other factors not evident at the time the borings were

plans for the project.

mY1iO~AL GilJri.CHNlCAL CO~T~ ~" -c ,.~~
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6.0 DISCUSSION AND RECOMMENDATIONS

6.1 General

In general the primary design considerations for this project are as follows:

Bearing capacity and settlement criteria for structural mat, as well as mat
thickness, reinforcing, subgrade preparation and modulus of subgrade reaction (k).

Slope stability of cut slopes, erosion control, vegetation and construction.

Slope stability of berms, compaction, erosion, vegetation and keyingloenching into
underlying natural slopes.

Access road construction, preparation of subgrade and compaction of sub-base.

Site drainage.

The following sections address the above listed issues in greater detail.

6.2 Site Preparation and GradlnQ

Site preparation for th&project should jnclude removal of any vegetation, organic soil and

otherwise unsuitable material from the proposed structural mat, berm and access road

areas. We anticipate a stripping depth of about 6 to 9 inches will prob~bly be required to

remove the root zone in the project area. Deeper stripping depths may be required in

The stripping depth should belocalized areas where organic soils or fill are present.

evaluated at the time of construction by the geotechnical engineer or his representative.

-' .
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Prior to placement of fill in areas below design grade and after rough grading is completed

in other areas, the subgrade should be proof-rolled. Proof-rolling aids in providing a firm

base for compaction of fill and delineating soft and disturbed areas that may exist below

subgrade level. Unsuitable areas observed at this time should be improved by

compaction or by undercutting and placement of suitable, compacted fill. Proof-rolling

may be accomplished with a fully loaded tandem-axle dump truck or other equipment

providing an equivalent subgrade loading. A minimum gross weight of 25 tons is

recommended for the proof-rolling equipment.

Fill placed within structure areas and areas to be pav.ed should consist of approved

materials which are free of organic matter and debris. The fill should be placed and

compacted in lifts of 8 inches or less in loose thickness. Fill placed for support of the

structural mat or access roads should be compacted to at least 95 percent of the

material's maximum modified Proctor dry density in accordance with ASTM 0 1557-78 test

procedures. Fill shouldbe placed at a.moisture content within 3 per cent of the materials

optimum moisture content as defined by the modified Proctor test. Based on Atterberg

limits Test results and observation of the on-site soils. the on-site soils appear suitable

for use as fill. Results of tests performed on the on-site material, revealed the following

properties

Maximum Modified Proctor dry density -104.5 pcf

Optimum moisture content -19.5 per cent

Plasticity Index -10.6

)'~~~ENVII. 0 NMKNf AI. GEOTECHNICAl. C 0 NSm, 1 A Kr s. INC.
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level, corrective measures will be required which would include over-excavation and

It may also be possible to density loose sands in-backfill with controlled structural fill.

place by means of vibratory compaction equipment.

The over-excavation and backfill treatment should consist of over-excavating below design

footing leve! to very stiff or dense natura! soil. Excavation should be extended laterally

at least 5-feet beyond the edge of the mat in all directions. New fill should be placed and

compacted in lifts no greater than 8 inches in loose thickness and the water content

should be near the optimum value determined by the modified Proctor test. Fill should be

compacted to at least 95 percent of the material's maximum modified Proctor dry density.

The base of the mat excavation should be free of water and loose soil prior to placing

Concrete should be placed as soon as possible after excavation to minimizeconcrete.

bearing soil disturbance: Should the soils at bearing level become disturbed, the affected

soils should be removed or compacte~ prior to placing concrete.

Should a perched groundwater table occur during construction, some water seepage in

the excavation could occur. Any seepage into the anticipated excavation should be minor

and dewatering, if required, should be possible with sump pits and pumps.

Fl'vmONMENTAL GEO'IiCHNlCAL CO~tAN'I8. INC.
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a minimum of 5-feet or at a slope of 3:1 (horizontal:vertical), whichever is greater, from

edge of access roads.

Pavements should be sloped to provide rapid drainage of surface water. Water allowed

to pond on or adjacent to the pavement could saturate the subgrade and contribute to

premature pavement deterioration.

6.7 SIte Dralnaqe

Positive drainage away from the structural mat should be provided for a distance of at

least 5-feet in all directions. A toe drain should be installed at the toe of all cut and berm

slopes to provide positive drainage away from the excavated area. The toe drain should

consist of at a minimum, an 18-inch wide, 3-foot deep trench, with a 6-inch diameter ABS

SDR 23.5 or equivalent perforated pipe placed in the center of the trench and

approximately 6-inches above the bottom of the trench. The trench should be backfilled

with 1/2 to 3/4-inctl, clean drain rock. The trench should be lined with a suitable non-

woven geotextile. The drain pipe should be placed with the perforations downward and

with a minimum slope of one per cent toward the outlet side for flow. All pavements and

the structural mat should be sloped to provide drainage

ENVIi~~,c~~CAL CO~TAffl8, ~.",.-".",_#F*.I"
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7.0 LIMITATIONS-

District (SMUD) and their consultants for the specific application to the proposed

development. In the event that any changes in the nature of design location or

configuration to the proposed development. the conclusions and recommendations

contained herein shall not be considered valid unless the changes are reviewed or revised

by our firm. Once the changes have been reviewed additional confirming borings may be

necessary.

The analysis, opinions, conclusions and recommendations submitted in this repon are

based in part on the referenced materials, site reconnaissance and subsurface

exploration. The nature and extent of variation among exploratory borings may not

become evident until cdnstruction. If variations then appear, it will be necessary to re-

evaluate or revise recommendations ~ade in this report.

The recommendations presented in this report are contingent on an adequate testing and

Unless themonitoring program during construction of the proposed development.

construction monitoring and testing program is provided by or coordinated with our firm,

Environmental Geotechnical Consultants, Inc. will not be held responsible for compliance

with design recommendations presented in this report and other supplemental reports

submitted as par1 of this repor1.

ENVIR. 0NMENr AL ~~CAL CONSULT ANts, ~ C .
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Our services have been provided in accordance with generally accepted geotechnical

engineering practices. No warranties are made, express or implied, as to the professional

opinions or advice provided. Recommendations contained in this report are valid for a

period of one year, after which time they must be reviewed by this finn to determine

whether or not they are still applicable.

8.0 REFERENCES

Sacramento Municipal Utility District, Rancho Seco ISFSI Environmental Report,
Revision 1, April 9, 1993

Geocon Inc., Geotechnical Enqlneerlnq Investlqatlon. ISFSI, Rancho Seco Nuclear
GeneratlnQ Station, August 1991

Sacramento Municipal Utility District, Rancho Seco ISFSI Deslan Criteria, Revision 1,
March 10, 1993
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9.0 GENERAL NOTES

DESCRIPTIVE SOIL CLASSIFICATION:

Soil Classification is based on the Unified Soil Classification System and ASTM Designations 0-2487 and 0-2488.
Coarse Grained Soils have more than 50% of their dry weight retained on a #200 sieve; they are described as:
boulders. cobbles, gravel or sand. Fine Grained Soils have less than 50% of their dry weight retained on a #200 sieve;
they are described as: clays, if they are plastic, and sifts if they are slightly plastic or non-plastic. Major constituents
may be added as modifiers and minor constituents may be added according to the relative proportions based on grain
size. In addition to gradation, coarse grained soils are defined on the basis of their relative in-pl~e density and fine
grained soils on the basis of their consistency. Example: Clay with sand, tr~e gravel, stiff (CL); silty sand, trace
gravel, medium dense (SM).

RELATIVE DENSrTY OF COARSE.GRAINED SOILS:CONSISTENCY OF FINE-GRAINED SOILS:

Unconfined Compressive
Strength, au, pst Relative Density

Consistency

N-Blowsfft.

0-3
4-9

10-29
30-49
50-80
80+

< 500
500 -1,000

1,001 -2,000
2,001 -4,000
4,001 -8,000

8,001 -16,000
:> -16,000

Very Loose
Loose
Medium Dense
Dense
Very Dense
Extremely Dense

Very
Soft
Medi
Stiff

Very
Hard
Very

GRAIN SIZE TERMINOLOGY:RELATIVE PROPORTIONS OF SAND AND GRAVEL:

Descriptive Term(s)
(of Components Also
Present in Sample)

Major Component
of Sample

Percent of

Dry '-"eight Size Range

OR 12 n. r.:mnrn)Boukjers< 15
15.29
> 30

Trace
With
Modifier Cobbles 12 in. to 3

'n. ~ b 75rm)

3 in. to 14 sieve
(75mm to 4.75mm)

GravelRELATIVE PROPORTIONS OF FINES:

Descriptive Term(s)
(of Components Also
Present in Sample)

#4 to 1200 sieve
(4. ~ b ClO75tm )

SandPercent of

Dry Weight

~1200~
(O.O75mm)

Silt or Clay

< 5
5-12
> 12

Trace
With
Modifier

-~ ,,--

~~~.;;";

Soft

urn

Stiff

Hard
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EXPLORATORY BORING L 0 C

'CLIENT: Sacramento Municipal Utility District
.OCATION: Rancho Seco Nuclear Generating Station

Sacramento County. Ca l i forni 8

JOO NO: E306-01
DATE: '/27193

ORING
B .,

BORING ELEV.: 19S f~t
BORING DIAM.: 8.i~h
L~GED BY: JMP

IPAGC 

1 OF 3

,DRILL RIG: Mobile 8-61'I
DRI LLER: B&F
~T. OF HAKMER/DROP: "0 pounds/30 inches

IUS N DRY VATER PLASTICITY UNCOKFIWED: 
CONSISTENCY S DEPTH M blows DENSITY CONTENT INDEX COMPRESSIVE

C (ft.) P per (pcf) (X) (X) STRENGTH
S L ft. (psf)

MATERIAL DESCRIPTION AND REMAR(S

-

~1

6-inch root zone
Sandy SILT, brown, low plasticity, moist

;STIFF

Kl 1-

2-

3-

'-
j-

j 8S
" 10.6

7-

8-

9-

1:t1 50
11 1 SH'lard Pan, C~ted Silty SAIjt), trace gravel, light

.Jrctwn, dry
HARD SP 9000+

12-

13-
Sardy CLAY, trace gravel, brown, low plasticity, dry !.STIFF

ICl

11.-

' j BS
'2,

17-;-
'KLSal'ldy SilT, trace gravel, br~, low plasticity, dry

,
I HARD

1804-

95 14.9 9000+

20-

2'-i 3 \'06

22::!:=1

92 1~.O 9000+

SAND, fine to medium, brown, dry VERT DENSE ISP

63 93 7.5~4
21.-

25-
5 62

~SUR.fACE EXPL~T(C* LOO 8-1
Rancho Seco Mucle.r Gener.ting St.tion

Sacr .-ento County, C.l i forni.
Sacr.-ento Municip8l Utility District

IGURE
NO.

3

ENVIRONNEMTAL GEOTECHNICAL
CON S U l TAN T S. INC.
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EXPLORATORY BORIMG LOG

CLIENT: Sacr~to ~icipal Utility District
Lo(~TION: Rancho Seco Nuclear Generating Station

Sacramento County. Cal i forni a

JOO NO: EJ06-01
DATE: I./27/9J

BORING
B -,

ORIILL RIG: Mobile B-61
ORIILLER: B&F
'tJT" OF H~ER/DR(:w): 140 PO'rds/30 ioches

~ING ElEV.: 195 Feet
~ING DIAM.: 8-inch
lCXJGED BT: JHP

PAGE 2 OF 3

USN DRY ~TER PLASTICITY UNCONFINED i
CONSISTENCY S DEPTH M blows DENSITY CONTENT INDEX COMPRESSIVE!

C (ft.) P per (pcf) (X) (X) STRENGTH I

S L ft. (psf)

MATERIAL DESCRIPTION AND REMARKS

,Gravel at 26.0 feet 2~ 5

27T

62

28-

Slt.T, orenge brO\«1, low plasticity, dry HARD ML 29-
6 135 9000+

30-

31-

32-

33-

34-

35-

~ 711~H 9000+

37-Gravel layer ~ 37.0 feet

38-

39-

1.0-

2Q
6" 9000+1011 8

'zT
43-

"-,
VERY DENSE IG\ISclndy Grave l, gray, dry

1.7-

~

,9-HARt> NLSILT, orange brown, low plasticity, dry

9000+5cH-1 50
~ 101 s-.;

SuiSURFACE EXPLORATION LOG 8.1
Rancho Seco Nuclear Generating Station

Sacr8Dento County, call tornf a
Sacr.-ento Municipal Uti l ity District

IGURE
MO.

3

ENVIRONMENTAL GEOTECHNICAL
CO. S U l T A .T S, INC.



EXPLORATORY 8 0 R. I N G LOG

'LII,NT: Sacr~to MU1icipel Utility District
.~~TION: Rancno Seco Nuclear Generating Station

Sacramento County, California

JOO NO: E306-01
DATE: '/27193 ORING

B-1

~[NG ELEV.: 195 Feet
~[NG D[AM.: 8-inch
lCXiGED BY: JMP

PAGE 3 OF 3

IDRILL RIG: Mobile B-61
DRILLER: 8&F
~. OF HAMMER/DROP: 1~O pounds/30 inches

USN DRY ~TER PLASTICITY UNCONFINED I

IICONSISTENCY S DEPTH M blows DENSITY CONTENT INDEX ~ESSIVE
C (ft.) P per (pcf) (X) (X) STRENGTH!i 
S L ft. (psf)

1-

MATERIAL DESCRIPTION AND REMARKS

SILT, orange brown, low plasticity, dry
IKARD HL

51~ 101 ~ 9000.

52-

53-

54-

55-

56-

57-

SaNty CLAY. brown, low plasticity, trace gravel, dry; HARD CL

9000+

58-

59-

6Oj-~ 5 a
61~ 121 6M

CL
9000+

62--
End of boring ~ 62.0 feet.
Gro~water not encOU1tered. 63-

61.-

65-

66-

Notes: BS = bulk sample 67-

68-

69-1
7G-

71-

72-

73-

71.-

ri-

SUBSURFACE EXPLORATION lOG 1-1
Rancho Seco Nuclear Generating Station

s.cr.-ento County, tal! forni a
Sacr.-ento Municipel UtIlity District

I G U R E
.o.
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EXPLORATORY BORING lOG

CLIENT: Sacramento Hunicipel Utility District
LOCATION: Rancho Seco Nuclear Generlting Station

Sacramento County, California

JOO NO: E3{)6-01!DATE: 
"/27193

IB 0 R 1 N G
B-2

IBORING 

ELEV.: 183 Feet
BORING D(JJ4.: 8-irch
ILCX:GED BY: JHP

[PAGE 1 OF 3

IDRILL RIG: Mobile 8-61
DRILLER: UF
WT. OF HAMHER/DROP: 1~D pounds/30 inches

C~SISTENCyl~

1: 

I

~
N

blows
per
ft.

DRY
DENSITY

(pcf)

, 

WATER

CC*TENT
(X)

IpLASTICITY
INDEX
(X)

UNC(.c F I NEDI

CtMPRESSIVE STRENGTH

(pst)

MATERIAL DESCRIPTION AND REMARKS [DEPTHI<ft.>
s

6- inch root zone
SarKiy CLAY, brown, low plasticity, roist

ISTIFF

CL 1-

2-

;j
j
5--

:f1
16 3000

8,-

9-
S~.NO, grayi sh br~, wet HED DENSE ,SP

:::1": 25

12-

13-

11.-

15-

16-

17-

Sclr'ldy SILT, orange brO\«1, low plasticity, dry

I 

HARD Hl -
lQQ
5"3 87 17.9 9000+

it 68 77 12.2 9000+

18-

19-
5 57 81 16.8

2~
I-,

21-

22-

23-

21.-

ZS-

Sardy GRAVEL, grayish brown, slightly ~ist VERY DENSE IG~

6l~

SUBSURFACE EXPLORATION LOG 8-2
~ancho Seco ~lear ~rating Station

S8cr.-ento County, CalifornIa
Sacr.-ento Municipal ~i l t ty District
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EXPLORATORY BORING lOG

-LII:NT: Sacr~to Ml.a1icipal Uti lity District
~'TlON: Rancho Seco Nuclear Generating Station

Sacramento County. Cat ifonnia

Joe N(): E306-01
DATE: ~/Z7193

BORING
B-2

~lNG ELEV.: 183 Feet:~lNG 
ClAM.: 8-ioch

ILOGGED BY: JMP
PAGE 2 OF 3

DRIILL RIG: "obi le 8-61
DRIILLER: B&F
WT. OF HAMMER/DROP: 1~O pounds/30 inches

USN DRY ~TER PLASTICITY I UNCOMFINED CONS [STEHCY S DEPTH M blows DENSITY CONTENT INDEX COMPRESSIVE

C (ft.) P per (pcf) (X) (X) STRENGTH
S l ft. (psf)

MATERIAL DESCRIPTION AND RE~(S

~

~anjy GRAVEL, grayish brown, slightly moist VERY DENSE IG'J ~
4M26-i 6

21:::r

2~

~
30-4-

~
l,"31-1 7

~

Sandy SILT, orange brown, low plasticity, slightly
~ist

HARD Ml

~
4"36-:18 9000+

37-

~

39-

,~ight brown below .~O feet
50
SM9 9000+

41j
421
4~

44-

-~

~ 101 ~ 9000+

47-

'8-,

49-

SG- -j~
111 5- 9000+

SU8~FACE EXPLI»AT lc.. LOO 1-2
Rencho Seco Nuclear Generating Station

Sacr.-ento County. Cal i forni a
Sacr.-ento Municipal Utility District

G U R E

NO.,
ENVIRONI4ENTAL GEOTECHNICAL

CON $ U L TAN T S, INC.
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EXPLORATORY BORING LOG

CLIENT: Sacr~to MIZ1icipal Utility District
L()CATION: Rancho S~o Nuclear Generating StatiCX'l

SacrBmento County, Cat i fonnia

JOO 110: E306-01
CATE: 1./27/93

BORING
B-2

~ING ElEV.: 183 Feet
~ING DIAJ4.: B-iochIl~ED 

BY: JMP
PAGE 3 OF J

DI~ILL RIG: Mobile 8-61
DI~ ILLER: 8&F
vr. OF HAMMER/DROP: 140 pounds/30 inches

USN DRY ~TE~ PLASTICITY UNCONFINED
CONSISTENCY S DEPTH" blows DENSITY CONTENT INDEX COMPRESSIVE

C (ft.) P per (pcf) (X) (X) STRENGTH
..l ft. (pst)

MATERIAL DESCRIPTION AND REHAR~S

~

MLS.Srdy SILT. orange br~, low plastici ty, slightly
mJi st

1 50
11 5ii

I!AR~
51-

52-

9OQ(}+

S i l ty SAJlO, brown, dry VERY DENSE ISH
53-

54-

5~

5~ 12 62

57-

sa-

59-,

60-

61-

62-

~

6lo-

6S-
HLSiILT, brown, low plasticity, dry HARD

9QOO+66-! 13 80

67-

63-

69-

70--

71-

72-

n-

71.-

75j ,,1 ~ 9000+
E~ of boring ~ 75 feet. L--
Groundwater not encountered.

~FACE EXP~TI~ lOO 8-2
~~o Seco Mucleer Generatine Station

sacr~o ~ty. California
S8cr.-ento Munfcfpet Uti l Ity District

(GURE
NO.

4

ENVIROMMENTAL GEOTECMNICAL
COM S U L TAM T S, I M C.
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